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DEMOLITION NOTES:

— — 1. DISCONNECT AND REMOVE ALL EXISTING EXHAUST DUCTWORK TO CHASE. NOTE—ALL DUCTS _—H_[_r]
SHOWN ARE DIAGRAMMATIC.

2. DISCONNECT AND REMOVE STEAM RADIATORS AND ASSOCIATED TRAPS AND CONTROLS (TYP.
OF ALL IN WARD B)
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GENERAL NOTES: NORTH
1. HVAC CONTRACTOR SHALL REINSULATE EXISTING STEAM LINES IN WARD B’ WHERE ASBESTOS T
CONTAINING INSULATION WAS REMOVED BY THE ASBESTOS ABATEMENT CONTRACTOR. REFER %
0 _ASBESTOS DRAWINGS LOCATIONS AND QUANTITIES. 0
PROJECT A KEY PLAN
NORTH 2. HVAC CONTRACTOR SHALL INSULATE ALL EXISTING STEAM LINES IN WORK AREA (WARD B’ NTS
AND CEILING SPACE BELOW WHERE EXPOSED PIPING IS ACCESSIBLE THROUGH CEILING
e PANELS). CONTRACTOR SHALL FIELD VERIFY QUANTITIES DURING BIDDING AND SHALL SUBMIT
SECOND FLOOR PLAN P UNIT PRICING AND A NOT TO EXCEED COST TO COMPLETE THE WORK.
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